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MS101 /' sCALE: 1/8" = 1°-0"

STATE OF
04-06-2012

FINAL SUBMISSION

APRIL 16, 2012

NOTE:

BASE BID DESIGN:

CONTROLS.
ALTERNATE BID DESIGN:

PIPING AND CONTROLS.

MECHANICAL COOLING TOWER AND BOILER
SYSTEM WITH WATER TO WATER HEAT
PUMPS, ASSOCIATED PUMPS, PIPING AND

GEOTHERMAL SYSTEM WITH WATER TO
WATER HEAT PUMPS, ASSOCIATED PUMPS,

IF SHEET IS LESS THAN (307x42") IT IS
A REDUCED PRINT; SCALE ACCORDINGLY
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